
 

 

 
 
 
 
 

This Verification is for the exclusive use of Intertek's client and is provided pursuant to the agreement between Intertek and its Client. Intertek's responsibility and liability are limited to the terms 
and conditions of the agreement. Intertek assumes no liability to any party, other than to the Client in accordance with the agreement, for any loss, expense or damage occasioned by the use of this 
Verification. Only the Client is authorized to permit copying or distribution of this Verification. Any use of the Intertek name or one of its marks for the sale or advertisement of the tested material, 
product or service must first be approved in writing by Intertek. The observations and test/inspection results referenced in this Verification are relevant only to the sample tested/inspected. This 
Verification by itself does not imply that the material, product, or service is or has ever been under an Intertek certification program. 
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Test Verification of Conformity 
Verification Number: 211027166GZU-001-VOC 

 
 

Applicant Name & Address: Ryobi Limited, Tokyo Branch 
5-2-8 Toshima, Kita-Ku, Tokyo 114-8518 

Product Description: Door closer 

Ratings & Principle 
Characteristics: 

Grade 1 (PT1, PT4H, PT4D, PT4F) 

Models/Type References: D-3550 

Brand Names: Ryobi 

Specification<s>/Standards: ANSI/BHMA A156.4 – 2019 STANDARD FOR DOOR CONTROLS - CLOSERS 

Verification Issuing Office Name 
& Address: 
 

Intertek Testing Services Shenzhen Ltd. Guangzhou Branch 
Room 4103 & 4203, No. 63, Punan Road, Huangpu District, Guangzhou, China  

Date of Tests: 2022-03-23~2022-10-25 

Test Report Number(s): 211027166GZU-001 dated 2022-11-17 
 

 

 

Signature 

Name: Nelson Zhu 

Position: Technical Supervisor 

Date: 17 November 2022 

 

 

On the basis of the tests undertaken, the sample<s> of the below product have been found to comply with the 
requirements of the referenced specification<s>/standard<s> at the time the tests were carried out. This verification 
is part of the full test report<s> and should be read in conjunction with it <them>. 
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